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OWNER

Seattle Public Schools
2445 3rd Ave S
Seattle WA 98134
P: (206) 252.0151
F: (206) 252.0573
Vincent Gonzales

BUILDING PERMIT SUBMITTAL

MADISON MIDDLE SCHOOL 
CLASSROOM ADDITION

3429 45TH AVE SW, SEATTLE WA 98116

PROJECT ADDRESS:
3429 45TH AVE SW, SEATTLE WA 98116

OCCUPANCY GROUP:  E-EDUCATION

TYPE OF CONSTRUCTION:  TYPE IIB - SPRINKLERED 

AREA 

EXISTING BUILDING:     103,139 SF

NEW ADDITION:
1ST FLOOR  6,190 SF
2ND FLOOR      5,946 SF

TOTAL NEW ADDITION AREA: 12,136 SF

TOTAL BUILDING AREA WITH ADDITION: 115,275 SF

PARCEL NUMBER:  
# 9278300010 & #9278300005

LEGAL DESCRIPTION: 
PLAT 148 AND 149 WEST SEATTLE 5-ACRE TRACTS # 5 LESS STREET

ZONE: SF-5000

PROJECT DESCRIPTION

• NEW FREE STANDING (2) STORY CLASSROOM BUILDING HOUSING 8 CLASSROOMS. THERE WILL 
BE A VESTIBULE THAT CONNECTS TO EXISTING BUILDING. BUILDING TO BE LOCATED OFF SW 
HINDS ST WHERE THERE ARE (2) EXISTING PORTABLES. 

• DURING CONSTRUCTION EXISTING PORTABLES WILL BE RELOCATED TO EXISTING PARKING LOT 
TO THE EAST. ALL PORTABLES WILL BE REMOVED FROM SITE FOLLOWING COMPLETION OF THE 
CLASSROOM BUILDING ADDITION, UNDER A SEPARATE PERMIT. THE EXISTING PARKING LOT WILL 
BE RESTRIPED.

• A NEW LONG TERM BIKE SHELTER WILL BE CONSTRUCTED.

LOT AREA:
IMPERVIOUS PERVIOUS TOTAL

EXISTING 4.89 AC 4.01 AC 8.90 AC
DEVELOPED 5.01 AC 3.89 AC 8.90 AC

LOT COVERAGE (8.90 ACRES : 387,684 SF):
EXISTING 1929 BUILDING (18,688 SF): 4.82%
EXISTING 1973 GYM ADDITION (14,490 SF): 3.73%
EXISTING 2005 ADDITION (37,183 SF): 9.59%
EXISTING PORTABLES (4) (3,584 SF) 0.92%

NEW ADDITION (6,190 SF) 1.60%

TOTAL LOT COVERAGE (EXISTING PORTABLES REMOVED AFTER CONSTRUCTION): 19.74%

DRAWING INDEX

PROJECT TEAM

PROJECT  INFORMATION LOCATION MAPS

MADISON MIDDLE 
SCHOOL SITE

PERMIT REVIEWER STAMP

SURVEYOR

Sitts & Hill Engineers
4815 Center St.
Tacoma WA 98409
P: (253) 474.9449

CIVIL ENGINEER

AHBL
1200 6th Ave #1620
Seattle WA 98101
P: (206) 267.2425
Bethany Steadman

LANDSCAPE ARCHITECT

Weisman Design Group
2329 E Madison St
Seattle WA 98112
P: (206) 322.1732
Andy Rasmussen 

ARCHITECT

Studio Meng Strazzara
2001 Western Ave
Suite #200
Seattle, WA 98121
P: (206) 587.3797
F: (206) 587.0588
Project Manager: Steve Lee 

STRUCTURAL ENGINEER

PCS - Structural Solutions
811 First Ave, Suite 620
Seattle WA, 98104
P: (206) 292.5076
Craig D. Strauffer

MECHANICAL ENGINEER

Hargis Engineers
1201 3rd Ave Suite 600
Seattle WA 98101
P: (206) 448.3376
F: (206) 448.4450
Brian Cawley 

ELECTRICAL ENGINEER

Hargis Engineers
1201 3rd Ave Suite 600
Seattle WA 98101
P: (206) 448.3376
F: (206) 448.4450
Mike Roberts 

GEOTECHNICAL ENGINEER

Krazan & Associates
4303 198th St. SW
Lynnwood WA 98036
P: (425) 485.5519
Michael D. Rundquist 

ACOUSTICAL CONSULTANT

SSA Acoustics
7409 Greenwood Ave, Suite A
Seattle WA 98103
P: (206) 839.0819
Bill Stewart 

Sheet Number Sheet Name

ELECTRICAL

E-001 ELECTRICAL LEGEND AND DRAWING INDEX

E-002 ELECTRICAL ABBREVIATIONS AND GENERAL NOTES

E-003 TELECOM AND LOW-VOLTAGE ROUGH IN  SCHEDULES

E-004 ELECTRICAL SCHEDULES

ED-101 ELECTRICAL & TELECOM DEMOLITION SITE PLAN

E-101 ELECTRICAL & TELECOM SITE PLAN - PHASES 1 & 2

E-102 ELECTRICAL & TELECOM SITE PLAN - PHASE 3

ED-201 ELECTRICAL DEMOLITION PLANS

E-211 1ST & 2ND FLOOR LIGHTING PLANS

E-211a 1ST & 2ND FLOOR LIGHTING CONTROL ZONE PLANS

E-221 MECH PLATFORM LIGHTING PLAN

E-221a MECH PLATFORM LIGHTING CONTROL ZONE PLAN

E-311 1ST & 2ND FLOOR POWER PLANS

E-321 MECH PLATFORM POWER PLAN

E-401 ELECTRICAL & TELECOM ROUTING PLANS

E-511 1ST & 2ND FIRE ALARM FLOOR PLANS

E-521 MECH PLATFORM FIRE ALARM PLAN

E-611 1ST & 2ND FLOOR TELECOM & SECURITY PLAN

E-621 MECH PLATFORM TELECOM & SECURITY PLAN

E-701 ELECTRICAL DETAILS

E-702 ELECTRICAL DETAILS

E-801 TELECOM AND SECURITY ENLARGED PLANS & DETAILS

E-802 TELECOM DETAILS

E-803 TELECOM DETAILS

E-804 TELECOM DETAILS

E-805 TELECOM DETAILS

E-901 PARTIAL ONE-LINE DIAGRAM

Sheet Number Sheet Name

GENERAL

G-000. GENERAL PROJECT INFORMATION

G-001 PROJECT DATA AND GENERAL NOTES

G-002 CODE PLAN - SITE PLAN

G-003 CODE PLANS - 1ST & 2ND FLOORS

G-004 CODE PLANS - PENTHOUSE LEVEL

G-005 AVERAGE GRADE LEVEL DIAGRAM

G-006 AIR BARRIER DIAGRAMS

SURVEY

SV-101 SURVEY SHEET 1 OF 5

CIVIL

C-100 COVER

C-101 NOTES

C-200 DEMOLITION AND TESC PLAN

C-201 DEMOLITION AND TESC DETAILS

C-300 GRADING PLAN

C-400 CIVIL UTILITIES PLAN

C-401 UTILITY DETAILS

C-402 UTILITY DETAILS

C-500 HORIZONTAL CONTROL AND SURFACING PLAN

C-501 SURFACING DETAILS

C-600 COVER

C-601 NOTES

C-602 STREET IMPROVEMENTS OVERVIEW

C-603 47TH AVE SW ENLARGEMENT

C-604 46TH AVE SW ENLARGEMENT

C-605 45TH AVE SW ENLARGEMENT

C-606 STREET IMPROVEMENT DETAILS

C-607 STREET IMPROVEMENT DETAILS

ARCHITECTURAL SITE DEMOLITION

ASD-100 ARCHITECTURAL SITE DEMOLITION PLAN

ARCHITECTURAL SITE

AS-100 ARCHITECTURAL SITE PLAN

AS-101 ARCHITECTURAL SITE PLAN - PHASE 1

AS-102 ENLARGED ARCHITECTURAL SITE PLAN - PHASE 2

AS-103 ARCHITECTURAL SITE PLAN - PHASE 3

AS-104 ENLARGED BICYCLE PARKING

LANDSCAPE

L-001 TREE PRESERVATION PLAN

L-100 SITE PLAN

L-101 SITE PLAN - ENLARGEMENT

L-200 PLANTING PLAN

L-201 PLANTING PLAN - ENLARGEMENT

L-202 PLANTING SCHEDULE AND DETAILS

L-300 IRRIGATION PLAN

L-301 IRRIGATION PLAN - ENLARGEMENT

L-302 IRRIGATION LEGEND AND DETAILS

L-400 LANDSCAPE DETAILS

DEMO

D-100 DEMOLITION FLOOR PLAN - EXISTING LEVEL 1

D-200 EXTERIOR ELEVATION DEMOLITION AND WALL SECTION

ARCHITECTURAL

A-001 ASSEMBLIES

A-002 TYP PENETRATION AND ASSEMBLY DETAILS

A-100 OVERALL 1ST & 2ND FLOOR PLANS

A-110 SLAB PLANS

A-111 1ST & 2ND FLOOR PLANS

A-121 1ST & 2ND FLOOR FINISH PLAN

A-131 1ST & 2ND FLOOR REFLECTED CEILING PLAN

A-150 ROOF PLAN

A-200 EXTERIOR ELEVATIONS

A-210 AXONOMETRIC VIEWS

A-300 BUILDING SECTIONS

A-301 BUILDING SECTIONS

A-310 WALL SECTIONS

A-311 WALL SECTIONS

A-312 WALL SECTIONS

A-320 VERTICAL CIRCULATION

A-321 VERTICAL CIRCULATION

A-322 VERTICAL CIRCULATION

A-323 VERTICAL CIRCULATION

A-400 ADA ACCESSIBLITY, ACCESSORY MOUNTING HEIGHTS

A-401 ENLARGED PLANS AND INTERIOR ELEVATIONS - TOILET RMS & CUSTODIAL

A-402 ENLARGED PLANS & INTERIOR ELEVATIONS - TYP CLASSROOMS

A-403 ENLARGED PLANS & INTERIOR ELEVATIONS - EXISTING CLASSROOM L221

A-404 ENLARGED PLANS & INTERIOR ELEVATIONS - SCIENCE CLASSRM & PREP

A-405 INTERIOR ELEVATIONS - CORRIDOR LEVEL 1

A-406 INTERIOR ELEVATIONS - CORRIDOR LEVEL 2

A-500 EXTERIOR DETAILS

A-501 EXTERIOR DETAILS

A-502 EXTERIOR EXPANSION JOINT DETAILS

A-503 EXTERIOR DETAILS

A-504 EXTERIOR DETAILS

A-505 EXTERIOR ROOF DETAILS

A-510 INTERIOR PLAN DETAILS

A-600 DOOR, FRAME TYPES, & WINDOW SCHEDULES & DETAILS

A-605 DOOR & WINDOW DETAILS

A-606 DOOR, WINDOW, & LOUVER DETAILS

A-607 DOOR, WINDOW & LOUVER  DETAILS

A-800 INTERIOR DETAILS

A-805 INTERIOR DETAILS CASEWORK

A-810 INTERIOR CEILING DETAILS

A-811 INTERIOR DETAILS - SIGNAGE

STRUCTURAL

S-001 GENERAL NOTES

S-002 GENERAL NOTES

S-003 GENERAL NOTES

S-111 1ST & 2ND FLOOR PLANS

S-121 ROOF PLANS AND MEZZANINE PLAN

S-311 CONCRETE AND MASONRY DETAILS

S-321 CONCRETE DETAILS

S-322 CONCRETE DETAILS

S-323 CONCRETE DETAILS

S-511 STEEL METAL DECK ROOF DETAILS

S-521 STEEL METAL DECK FLOOR DETAILS

S-522 STEEL METAL DECK FLOOR DETAILS

S-531 STEEL FRAMING DETAILS

S-532 STEEL FRAMING DETAILS

S-541 STEEL BRACED FRAME DETAILS

S-542 STEEL BRACED FRAME DETAILS

S-543 STEEL BRACED FRAME DETAILS

S-544 STEEL BRACED FRAME DETAILS

S-611 NON-BEARING COLD-FORMED STEEL FRAMING DETAILS

S-612 NON-BEARING COLD-FORMED STEEL DETAILS

S-613 BEARING COLD-FORMED STEEL DETAILS

S-614 NON-BEARING DETAILS

MECHANICAL

M-001 MECHANICAL LEGEND

M-002 MECHANICAL GENERAL NOTES

M-003 MECHANICAL SCHEDULES

M-004 MECAHNICAL CALCS & SCHEDULES

M-005 MECHANICAL CALCS & SCHEDULES

MS-101 MECHANICAL SITE PLAN

MD-201 PLUMBING DEMOLITION PLAN - EXISTING LEVEL 1

MD-211 PLUMBING DEMOLITION PLAN - LOWER LEVEL L1

MD-301 HVAC DEMO PLAN - EXISTING LEVEL 1

MD-501 FIRE DEMOLITION DEMO PLAN - EXISTING LEVEL 1

M-211 PLUMBING FLOOR PLAN - FOUNDATION & LEVEL 1

M-221 PLUMBING FLOOR PLAN - LEVEL 2

M-311 HVAC PLAN - LEVEL 1 & 2

M-331 HVAC & PLUMBING PLAN - MECHANICAL PLATFORM

M-332 PIPING PLAN - MECHANICAL PLATFORM

M-511 FIRE PROTECTION PLAN - LEVEL 1, 2 & MECH PLATFORM

M-701 MECHANICAL SECTIONS

M-702 MECHANICAL SECTIONS

M-801 WATER RISER DIAGRAM

M-802 WASTE RISER DIAGRAM

M-901 MECHANICAL DETAILS

M-902 MECHANICAL DETAILS

M-903 MECHANICAL DETAILS

M-904 MECHANICAL DETAILS

M-905 MECHANICAL DETAILS

M-906 MECHANICAL DETAILS

M-1001 MECHANICAL CONTROL SEQUENCES

M-1002 MECHANICAL CONTROL SEQUENCES

M-1003 MECHANICAL CONTROL SEQUENCES

M-1004 MECHANICAL CONTROL SEQUENCES

M-1005 MECHANICAL CONTROL SEQUENCES
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LEGEND:

PROPOSED CONTOUR MAJOR

PROPOSED CONTOUR MINOR

EG MATCH EXISTING GRADE

FG FINISHED GRADE

BW FINISHED GRADE AT BOTTOM OF WALL

TW FINISHED GRADE AT TOP OF WALL

BORING FROM GEOTECHNICAL REPORT.

DEPTH OF FILL REFERENCES EXISTING

GRADE.

CONCRETE RETAINING WALL PER

LANDSCAPE PLANS.

XXX

XXX

KEYNOTES

MATCH EXISTING GRADE

LANDSCAPE AREAS ADJACENT TO THE BUILDING SHALL BE 6"

MINIMUM LOWER THAN FINISHED FLOOR ELEVATION.

1

2

1. SEE LANDSCAPE PLANS FOR WALLS LESS THAN 4 FEET FROM TOP TO

BOTTOM OF WALL.  SEE STRUCTURAL PLANS FOR WALLS GREATER THAN

4 FEET.

2. EXCAVATE EXISTING FILL SOILS UNTIL NATIVE SOILS ARE ENCOUNTERED.

GEOTECHNICAL ENGINEER SHALL OBSERVE SUBGRADE CONDITION.  FILL

WITH STRUCTURAL FILL, COMPACTING IN 10 TO 12 INCH THICK, LOOSE

LIFTS TO FOOTING SUBGRADE ELEVATION OR SUBGRADE ELEVATION OF

SLABS AND PAVEMENTS.  EXISTING FILL SOILS MAY BE SUITABLE FOR

STRUCTURAL FILL DEPENDENT ON SOIL MOISTURE CONDITIONS.  REFER

TO SPECIFICATION SECTION 312000 EARTH MOVING AND GEOTECHNICAL

REPORT FOR ADDITIONAL INFORMATION REGARDING EXISTING SOIL

CONDITIONS AND REQUIREMENTS.  REFER TO DIVISION 1 OF

SPECIFICATIONS FOR UNIT BID VALUES AND ALLOWANCES FOR

EARTHWORK AS RELATING TO EXISTING FILL.

3. SEE DETAIL 1 ON SHEET C-101 FOR MINIMUM SOIL DEPTHS REQUIRED

PER BMP T5.1

4. TOP OF CURB IS 6" ABOVE BOTTOM OF CURB UNLESS OTHERWISE

INDICATED.

NOTES

C-300

GRADING

PLAN

SEE C600 SHEETS FOR FRONTAGE IMPROVEMENTS UNDER SEPARATE PERMIT
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22 LF 6" PVC @ 9.58%

9 LF 6" PVC @ 5.93%

CO #1, SSCO

RIM: 331.53

IE: 328.50 6" (W)

CO #2, SSCO

RIM: 331.48

IE: 327.99 6" (E)

IE: 327.99 6" (S)

CO #3, SSCO

RIM: 331.20

IE: 324.93 6" (N)

IE: 324.93 6" (SW)

CO #4, SSCO

RIM: 330.91

IE: 324.33 6" (NE)

IE: 324.33 6" (S)

CO #5, SSCO

RIM: 330.32

IE: 319.90 6" (N)

IE: 319.90 6" (SW)

CO #6, SSCO

RIM: 323.24

IE: 316.87 6" (NE)

IE: 316.87 6" (S)

CO #7, SSCO W/WYE CONNECTION

TO EXISTING SEWER

RIM: 322.53

± IE: 314.75 6" (N)

± IE: 314.75 6" (W)

± IE: 314.75 6" (E)

18" DIP SLEEVE UNDER PROPOSED ADDITION

CONNECT EXISTING CB TO NEW SYSTEM

1

3

3

3

3

3

3

2

24LF TRENCH DRAIN

RIM (E): 342.34

RIM (W): 340.88

IE: 341.10 6" (S)

3

EXISTING TYPE 1 CB

RIM: 341.37

IE: 336.60 6" (N)

IE: 336.60 6" (SE)

DOWNTURNED 6" PVC PIPE TO WEST

TOP OF BEND EL=336.62

BOTT. LIP EL=335.54

27 LF 6" PVC UNDERDRAIN

26 LF 6" PVC UNDERDRAIN

12 LF 6" PVC UNDERDRAIN

30 LF 6" PVC UNDERDRAIN

6 LF 6" PVC UNDERDRAIN

8 LF 6" PVC UNDERDRAIN

16 LF 6" PVC UNDERDRAIN

22 LF 8" CPEP @ 11.81%

87 LF 8" CPEP @ 10.22%

12 LF 8" CPEP @ 13.37%

8

"

 
P

V

C

17 LF 6" PVC @ 27.26%

20 LF 12" CPEP @ 0.00%

10 LF 6" PVC @ 2.47%

13 LF 6" PVC @ 1.00%

16 LF 6" PVC @ 1.00%

17 LF 6" PVC @ 1.00%

15 LF 6" PVC @ 1.00%

CONNECT TO EXISTING STORM

CB #7, 60" FLOW CONTROL STRUCTURE

RIM: 340.25

IE: 335.00 12" (S)

± IE: 333.00 12" (W)

± IE: 333.00 12" (E)

CONNECT TO EXISTING STORM

CB #4, 48" TYPE 2 W/SOLID LID

RIM: 339.14

± IE: 327.51 8" (S)

CB #2, 48" TYPE 2 W/SOLID LID

RIM: 331.04

IE: 316.09 8" (E)

IE: 316.09 8" (NW)

IE: 327.75 6" (NE)

IE: 327.75 6" (N)

IE: 327.75 6" (E)

IE: 327.75 6" (S)

BIORETENTION OVERFLOW STRUCTURE #2

6" CPEP RISER W/DOMED GRATE

RIM: 331.50

IE: 328.00 6" (SW)

IE: -2.52 6" (N)

CONNECT TO EXISTING STORM

CB #1, 48" TYPE 2 W/SOLID LID

RIM: 330.74

± IE: 314.51 8" (SE)

CB #3, 48" TYPE 2 W/SOLID LID

RIM: 334.11

IE: 324.97 8" (N)

IE: 324.97 8" (W)

IE: 324.97 8" (S)

IE: 324.97 6" (W)

CB #6, TYPE 1 W/SOLID LID

RIM: 323.61

IE: 318.00 6" (N)

CONNECT TO EXISTING STORM

CB #5, 48" TYPE 2 W/SOLID LID

RIM: 316.59

± IE: 313.50 6" (S)

AREA DRAIN #4, 12" NYLOPLAST

RIM: 331.28

IE: 327.51 6" (NE)

BIORETENTION OVERFLOW STRUCTURE #1

6" CPEP RISER W/DOMED GRATE

RIM: 332.50

IE: 329.25 6" (SW)

IE: 329.25 6" (N)

IE: 329.25 6" (N)

AREA DRAIN #3, 12" NYLOPLAST

RIM: 331.14

IE: 327.88 6" (W)

IE: 327.88 6" (S)

AREA DRAIN #1, 12" NYLOPLAST

RIM: 331.34

IE: 328.04 6" (N)

IE: 328.04 6" (E)

AREA DRAIN #2, 12" NYLOPLAST

RIM: 331.45

IE: 328.21 6" (W)

AREA DRAIN #5, 12" NYLOPLAST

RIM: 331.88

IE: 325.12 6" (E)

3 LF 6" PVC @ 1.00%

CO #2,

RIM: 334.48

IE: 332.13 6" (SW)

IE: 332.13 6" (W)

33 LF 6" PVC @ 1.00%

CO #1,

RIM: 339.73

IE: 332.46 6" (W)

IE: 332.46 6" (NE)

4 LF 6" PVC @ 30.35%

40 LF 6" PVC @ 30.00%

CONNECT TO EXISTING STORM

CB #9, 48" TYPE 2

RIM: 327.89

± IE: 317.12 6" (S)

9 LF 6" PVC @ 52.85%

12 LF 6" PVC @ 14.05%

BIORETENTION OVERFLOW STRUCTURE #3

6" CPEP RISER W/DOMED GRATE

RIM: 343.67

IE: 337.70 6" (E)

IE: 337.70 6" (W)

12 LF 8" CPEP @ 13.37%12 LF 8" CPEP @ 13.37%12 LF 8" CPEP @ 13.37%

N
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KEYNOTES:

SEE MECHANICAL/PLUMBING PLAN FOR CONTINUATION

SEE LANDSCAPE PLANS FOR SITE FEATURES

POTHOLE EXISTING TO CONFIRM INVERT ELEVATION PRIOR TO

CONSTRUCTION OF UTILITIES

1

2

3

1. CONTRACTOR SHALL LOCATE, POTHOLE AND VERIFY ALL EXISTING UTILITIES AT CONNECTIONS PRIOR TO CONSTRUCTION.

CONTACT ARCHITECT AND ENGINEER IF CONFLICT EXISTS BETWEEN EXISTING AND NEW UTILITIES.

2. PROVIDE SOLID 6" PVC ROOF DRAIN AT A MINIMUM SLOPE 1% UNLESS OTHERWISE SPECIFIED. PROVIDE 1' OF MINIMUM

COVER IN LANDSCAPE/PEDESTRAIN AREAS AND 3' OF MINIMUM COVER IN VEHICULAR  TRAFFIC AREAS. PROVIDE

CLEANOUTS AT ALL BENDS GREATER THAN 90° AND AT ENDS.

3. CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE CURRENT CITY OF SEATTLE STANDARD SPECIFICATIONS AND PLANS.

4. PROVIDE RECORD DRAWINGS OF THE SITE DRAINAGE, FOOTING DRAIN, AND ROOF DRAIN SYSTEM PER SPECIFICATIONS.

5. ALL STORM DRAINAGE STRUCTURES SHALL BE INSTALLED WITH A STANDARD FRAME AND VANED GRATE PER WSDOT

STANDARD PLAN B-30.30-00 UNLESS OTHERWISE NOTED.

6. ALL FOOTING DRAIN PIPE MATERIAL SHALL BE 6" PERFORATED RIGID PVC PIPE. FOUNDATION DRAINS SHALL CONNECT TO A

STORM CATCH BASIN WITH NON PERFORATED PVC.

7. ALL SEWER PIPES SHALL BE PVC SDR 35 UNLESS OTHERWISE SPECIFIED.

8. ALL CATCH BASINS AND AREA DRAINS TO HAVE LOCKING LIDS.

9. PROTECT EXISTING UTILITIES DURING EXCAVATION, PROVIDING TEMPORARY SUPPORT WHEN NECESSARY.  SEE

STRUCTURAL AND ARCHITECTURAL DRAWINGS.

NOTES:

6" PVC UNDERDRAIN

SANITARY SEWER CLEANOUT

AREA DRAIN

LEGEND:

PROPOSED CONTOUR MINOR

PROPOSED CONTOUR MAJOR

STORM DRAIN

FOOTING DRAIN

SANITARY SEWER PIPING

CATCH BASIN, TYPE 1

CATCH BASIN, TYPE 2

DS DOWNSPOUT

BIORETENTION PLANTER

XXX

XXX

C-400

CIVIL

UTILITIES

PLAN

CONNECT EXISTING CB TO NEW SYSTEM

CONNECT TO EXISTING STORM

IE: ±315.81

REDIRECT EXISTING STORM

AROUND ADDITION

IE: ±327.51

CONNECT TO EXISTING STORM

IE: ±315.81

210 LF 36" CMP

DETENTION SYSTEM

BIORETENTION PLANTER 2

AREA: 240 SF

5

C-401

BIORETENTION PLANTER 1

AREA: 172 SF

5

C-401

4

C-401

5

C-401

1

C-401

BIORETENTION PLANTER 3

AREA: 47 SF

5

C-401

SEE C600 SHEETS FOR FRONTAGE IMPROVEMENTS UNDER SEPARATE PERMIT
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STANDARD DUTY ASPHALT 2" HMA/

8" CRUSHED SURFACING

PERVIOUS CEMENT CONCRETE

SIDEWALK 5"/6" DISCHARGE

SUBBASE TYPE 24

STD DUTY CEMENT

CONCRETE WALK

GRAVEL PAVING PER

LANDSCAPE DETAILS

BIORETENTION

PLANTER

CIP WALL PER

LANDSCAPE DETAILS

LEGEND

KEYNOTES

SEE LANDSCAPE PLANS FOR SITE FEATURE.

SEE LANDSCAPE PLANS FOR WALLS BELOW 4 FEET IN HEIGHT

AND STRUCTURAL PLANS FOR WALLS ABOVE 4 FEET IN

HEIGHT.

1

2

1. SEE LANDSCAPE PLANS FOR FENCING, CONCRETE FINISH AND

SCORING, SITE FURNISHINGS, PLAY STRIPING, ATHLETIC EQUIPMENT,

STAIRS, AND RAMPS.

2. SEE LANDSCAPE PLANS FOR HORIZONTAL CONTROL IN PLAZAS AND

PLAY AREAS.

3. DIMENSIONS ARE TO FACE OF CURB OR EDGE OF PAVEMENT.

4. PARKING STRIPING SHALL BE 4" WHITE PAINTED STRIPING PER PLAN

NOTES

C-500

HORIZONTAL

CONTROL

AND

SURFACING

PLAN

5

C-401

SEE C600 SHEETS FOR FRONTAGE IMPROVEMENTS UNDER SEPARATE PERMIT

SW HINDS ST

4
7
T

H
 
A

V
E

 
S

W



DS

235.19
sq.ft.

186.45
sq.ft.

3"3"3"
3"3"

3"
3"3"3"

3-6+12"

7"

FIR

CLUSTER"

8"

FIR

6"

FI
R

7"

FIR

6"
18"

5"

3-5"

5"

3-5-7"

2-3"

4-6+10"2-6+3-8"

3"

2-7"

12"

4-4+6"

2-4+7"

5"

2-4"

6"

FIR

7"

FIR

6" MAPLE

8"

FIR

6"

FIR

6"

FIR

6"

FIR

6"

FIR

6"

CEDAR

10"

FIR

10"

FIR

9"

FIR

6"

FIR

6"

FIR

6"

FIR

7"

FIR

6"

FIR

6"

FIR

3-8"
 MAP

LE

10"

7"

FIR

4"

7"

7"

6"

7"

7"

8"

8"

10"

10"

10"

6"

7"

6"

5
3
" 
M
A
P
LE

5" MAPLE

3
7
" 
M
A
P
LE

4" MAPLE

3
6
"  
M
A
P
L E

17
"

S
P
R
U
C
E

2
1"
 
S
P
R
U
C
E

2
4
" 
S
P
R
U
C
E

3" MAPLE

31"

CEDAR

V

V

7
0

7
0

9
6

9
6

6
4

T

T
Y

P
@

 E
X

T
W

A
LL

9
6

L2
00

B
-1

L2
00

A
-1

L
 O

 W
 E

 R
  
  
T

 E
 R

 R
 A

 C
 E

PLA
NTER B

OX

U
P

S
U

N
S

H
A

D
E

A
B

O
V

E
, 

T
Y

P

LO
U

V
E

R
S

LO
U

V
E

R
S

LO
U

V
E

R
S

LO
U

V
E

R
S

LO
U

V
E

R

NEW 
ADDITION

SW HINDS ST

SW SPOKANE ST

4
7

T
H

 A
V

E
 S

W

4
5
T

H
 A

V
E

 S
W

BOUNDARY OF STEEP SLOPE 
(SHOWN HATCHED)

(NO WORK)

PROPERTY LINE

EXISTING LAWN 
AREA

EXISTING SERVICE 
ENTRANCE

EXISTING MAIN 
PEDESTRIAN 
ENTRANCE
(NO WORK)

EXISTING 
PEDESTAL 
AND PAVER 
HARDSCAPE

EXISTING PARKING
42 STANDARD STALLS
1 WHEELCHAIR 
ACCESSIBLE STALL
(NO WORK)

EXISTING PEDESTRIAN 
SITE ENTRANCE

EXISTING 
DRIVEWAY

EXISTING 
DRIVEWAY

EXISTING 
BUILDING 
ENTRANCE

EXISTING
ACCESSIBLE 
BUILDING 
ENTRANCE

EXISTING 
PORTABLE

EXISTING 
PORTABLE

EXISTING BIKE RACK
(7 BIKES)

EXISTING 
BIKE RACKS 
(21BIKES)

EXISTING PEDESTRIAN 
STAIRCASE

EXISTING 
PEDESTRIAN 
SITE ACCESS

EXISTING PEDESTRIAN 
SITE ENTRANCE

EXISTING 
RETAINING WALL

EXISTING 
RETAINING WALL

EXISTING 
RETAINING WALL

1
8
0

' -
 0

"
2

8
0

' -
 4

"
3

4
' -

 1
1
"

6
6

' -
 8

"

93' - 9" 130' - 8" 56' - 10"

2
8

' -
 8

"
1

3
0

' -
 1

"
3

0
' -

 9
"

28' - 1" 67' - 0"

EXISTING 
PEDESTRIAN 
STAIRCASE

NEW 
CONNECTION 
TO EXISTING 

BUILDING

1
5
' S

E
T

B
A

C
K

1
5
' S

E
T

B
A

C
K

15' SETBACK

S
T

R
E

E
T

 W
ID

T
H

2
5
' 
- 

0
"

STREET WIDTH

40' - 0"

S
T

R
E

E
T

 W
ID

T
H

2
5
' 
- 

0
"

STREET WIDTH

25' - 0"

PROPOSED 
NEW ADDITION 
HEIGHT: 40'-0"

NEW ADDITION 
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UPON REMOVAL OF THE PORTABLES - UNDER 
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SITE INFORMATION

SEE CODE SHEET G-002 FOR ADDITIONAL SITE INFORMATION, DIAGRAMS & ZONING 
ANALYSIS CHART/SUMMARY.
SEE ALSO SURVEY, LANDSCAPE, & CIVIL SHEETS FOR ADDITIONAL SITE INFORMATION.

PROJECT ADDRESS:
3429 45TH AVE SW, SEATTLE WA 98116

OCCUPANCY GROUP:  E-EDUCATION

TYPE OF CONSTRUCTION:  TYPE IIB - SPRINKLERED 

AREA 

EXISTING BUILDING:    103,139 SF

NEW ADDITION:
1ST FLOOR    6,190 SF
2ND FLOOR   5,946 SF

TOTAL NEW ADDITION AREA: 12,136 SF

TOTAL BUILDING AREA WITH ADDITION:     115,275 SF

PARCEL NUMBER:  
# 9278300010 & #9278300005

LEGAL DESCRIPTION: 
PLAT 148 AND 149 WEST SEATTLE 5-ACRE TRACTS # 5 LESS STREET

ZONE: SF-5000

PROJECT DESCRIPTION

• NEW FREE STANDING (2) STORY CLASSROOM BUILDING HOUSING 8 CLASSROOMS. THERE WILL BE 
A VESTIBULE THAT CONNECTS TO EXISTING BUILDING. BUILDING TO BE LOCATED OFF SW HINDS 
ST WHERE THERE ARE (2) EXISTING PORTABLES. 

• DURING CONSTRUCTION EXISTING PORTABLES WILL BE RELOCATED TO EXISTING PARKING LOT 
TO THE EAST. ALL PORTABLES WILL BE REMOVED FROM SITE FOLLOWING COMPLETION OF THE 
CLASSROOM BUILDING ADDITION, UNDER A SEPARATE PERMIT. THE EXISTING PARKING LOT WILL 
BE RESTRIPED.

• A NEW LONG TERM BIKE SHELTER WILL BE CONSTRUCTED.
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EXISTING SERVICE ENTRANCE -
TO BE USED FOR PORTABLE 
INSTALLATION ACCESS

EXISTING CATCH BASIN 
(CONNECTS TO EXISTING ON 
SITE STORM DRAINAGE SYSTEM

EXISTING 
PORTABLES TO 
REMAIN

ECO-BLOCK 
WALL

EXISTING 
WELCOME RAMPS 
TO REMAIN, TO BE 
RECONFIGURED 
TO ALLOW NEW 
PORTABLE 
ACCESS

RELOCATED 
PORTABLE

EXISTING 

P4

EXISTING 

P3

P1

CODE SITE PHASING PLAN LEGEND & NOTES

NEW BUILDING ADDITION (PHASE 2)

NEW LONG TERM BIKE SHELTER (PHASE 3)

EXISTING ORIGINAL 1929 BUILDING TO REMAIN (NO WORK)

EXISTING 2005 ADDITION TO REMAIN 
(MINIMAL WORK @ NEW ADDITION CONNECTION)

NEW PAVED AREA (PHASE 2 & PHASE 3)

NEW PLANTED AREA/ BIO-RETENTION AREA (PHASE 2 & PHASE 3)

NEW HYDRO-SEED (PHASE 2 & PHASE 3)

NEW CROSSWALK (PHASE 2)

PHASE 1

SUMMER 2021

1. RELOCATE PORTABLES TO EXISTING NORTH PARKING LOT

PHASE 2

SUMMER 2021 - SUMMER 2022

1. ESTABLISH CONTRACTOR FACILITIES AND CONSTRUCTION FENCING
2. PROVIDE ACCESSIBLE PATH FOR START OF SCHOOL
3. BEGIN DEMO OF CMU VENEER AT EXISTING BUILDING FOR FUTURE 

BUILDING CONNECTION & PLACE TEMPORARY WEATHER CLOSURE
4. DEMO EXISTING CLASSROOM
5. BEGIN NEW CONSTRUCTION FOR CLASSROOM IN EXISTING BUILDING
6. BEGIN ADDITION BUILDING FOUNDATION EXCAVATION,   

WATERPROOFING, BACKFILL & INSTALLATION
7. BEGIN NEW CONSTRUCTION FOR ADDITION BUILDING
8. BEGIN OTHER SITE & ROW WORK EXCEPT BIKE SHELTER
9.  CLEANUP CLASSROOM AND ADDITION

PHASE 3

SUMMER 2022

1.  REMOVE BUILDING CONSTRUCTION FENCE & PREPARE NEW CONSTRUCTION FENCE
2. REMOVE PORTABLES FROM SITE
3. PLACE NEW CONSTRUCTION FENCE FOR BIKE SHELTER
4.  BEGIN CONSTRUCTION OF BIKE SHELTER
5.  FINISH SITE CLEANUP & REMOVE CONSTRUCTION FENCE

NOTE:
SEE CODE SHEET G-002 FOR ADDITIONAL SITE INFORMATION, DIAGRAMS & ZONING ANALYSIS CHART/SUMMARY.
SEE ALSO SURVEY, LANDSCAPE, & CIVIL SHEETS FOR ADDITIONAL SITE INFORMATION.
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SCALE: 3" = 1'-0"15
SECURITY GATE JAMB AT STRIKE
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FLOOR PLAN GENERAL NOTES
1. SEE SHEET G-001 FOR ARCHITECTURAL SYMBOLS, & ABBREVIATION LIST.

2. SEE SHEET A-001 FOR WALL, FLOOR & ROOF TYPES.

3. TYPICAL EXTERIOR WALL TYPE IS 8" METAL STUD W/CLADDING PER ELEVATIONS

4. TYPICAL INTERIOR WALL TYPE IS 1, UNO. 

5. DIMENSIONS ARE TO FACE OF STUD, CONC, CMU TYP, UNO.

6. WINDOW, DS, AND CONC COLUMN DIMENSIONS ARE TO CENTERLINES. 

7. SEE TYP INT HM DOOR JAMB & TYP INT HM RELITE JAMB DETAILS FOR LOCATION 

    AT ADJACENT WALLS, UNO.

8. SEE SHEET A-600 FOR DOOR, WINDOW, RELITE, & STOREFRONT TYPES & 

SCHEDULES. SEE A-605, A-606 & A-607 FOR ADDITIONAL INFORMATION & DETAILS.

9. SEE ENLARGED PLANS FOR ADDITIONAL INFORMATION.

10. PROVIDE 30"X30" ACCESS DOORS TO ALL CHASES OR CEILING SPACES THAT 

    REQUIRE MECH ACCESS.

11. SEE EXTERIOR ELEVATIONS, BUILDING & WALL SECTIONS FOR ADDITIONAL 

        FLOOR, WALL, & ROOF TYPE CALLOUTS.

12. SEE SHEET A-400 FOR PLUMBING/ACCESSORY MOUNTING HEIGHTS AND TYPES.

13. PROVIDE STAINLESS STEEL CORNER GUARDS AT OUTSIDE CORNERS IN THE 

    INTERIOR OF THE BUILDING. AT TYPICAL MDF WAINSCOT, PROVIDE CORNER 

    GUARDS THAT STOP AT TOP OF APPLEPLY PLYWOOD PANEL. STAINLESS STEEL 

    CORNER GUARDS NOT REQUIRED AT TILED SURFACES. 

14. INTERIOR SIGNAGE TO BE OFOI. REFER TO SIGNAGE DETAILS ON A-811.

15. WHERE STRUCTUAL SHEAR WALL SHEATHING IS LOCATED AT   

        HALLWAY/VESTIBULE WALLS, LOCATE SHEAR WALL SHEATHING ON 

        HALLWAY/VESTIBULE SIDE OF WALL. 

16. PROVIDE ADDITIONAL WALL SHEATHING SIMILAR TO STRUCTUAL WALL 

        SHEATHING, WHERE ADDITIONAL WALL SHEATHIGN IS NEEDED TO PROVIDE A 

        CONTINUOUS, FLUSH GWB SURFACE ALONG THE LENGTH OF THE WALL
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SCALE: 1/8" = 1'-0"2
FLOOR PLAN - LEVEL 2



M

M

P

P

P

P

P

P

M

M

M

M

M

2

M

M

M

P

M

P

P

P

P

M

M

M

M

P

P

P

M

X-20

X-R

X-19

X-18

X-17

X-16

X-P X-M X-L X-K X-J

X-15

A

D
C

B

E

G

F

1

2

3

4

7

N110

N113 N102

N103

N104

N112

N111

X-CLASSROOM

L220

X-CLASSROOM

L219

X-HALL

L200B

X-CLASSROOM

L218

X-CLASSROOM

L216

X-TEACHER PREP

L217

E
X

IS
T

IN
G

 
B

U
IL

D
IN

G
N

E
W

 
B

U
IL

D
IN

G

NEW HALLWAY CONNECTION

REVISED CLASSROOM

X-GIRLS

L215

X-17.6

A.F.F.

C-1

10' - 0"

A.F.F.

C-3

9' - 0"

A.F.F.

C-3

9' - 0"

A.F.F.

C-1

10' - 0"

A.F.F.

C-1

10' - 0"

8

6

D'

N105

N109

N108

L222

OPEN TO ABOVE

X-CLASSROOM

L221

A.F.F.

C-1A

10' - 0"

A.F.F.

C-1B

10' - 0"

A.F.F.

C-1B

10' - 0"

A.F.F.

C-1

10' - 0"

N107

N106

N100

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

5

A.F.F.

C-3

9' - 10"

5

A-810

A.F.F.

C-1B

10' - 0"

A.F.F.

F3

12' - 1 1/2"

A.F.F.

C-3

10' - 0"

C-5

C-5

STEEL PLATE 
CANOPY

STEEL PLATE 
CANOPY

A.F.F.

C6

6' - 2 1/4" A.F.F.

C6

6' - 2 1/4"

A.F.F.

C-3

12' - 0"

7 3/4" / 1'-0"
+/-

E
Q

.
E

Q
.

EQ. EQ.

12

A-810

12

A-810

10

A-810

REF: 

ASSEMBLIES 

A-001 FOR 

FLOOR/CEILING 

CONSTRUCTION

ALIGN

A.F.F.

C-1

10' - 0"
ALIGN

2' - 10 3/4"

2' - 10 3/4"

3
' -

 1
 3

/8
"

3
' -

 1
1
 3

/8
"

3
' -

 1
1
 3

/8
"

A

D
C

B

E

G

F

1

2

3

4

7

N210

N207

N206

N212 N202

N205

N204

N211

N200

A.F.F.

C-1A

9' - 6"

A.F.F.

C-1A

8' - 10"A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

8

6

D'

N209

N208

N203

A.F.F.

C-1

9' - 6"

A.F.F.

C-1B

9' - 6"

A.F.F.

C-1B

9' - 6"

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

8' - 6"

5

ALIGN

A.F.F.

C-3

9' - 4"

11

A-810

7

A-810

A.F.F.

C-1B

9' - 6"

A.F.F.

C-1

9' - 6"

A.F.F.

C-3

9' - 6"
A.F.F.

C-3

9' - 4"

C-5

C-5

A.F.F.

C-1

9' - 0"

A.F.F.

C-3

8' - 6"

A.F.F.

C-3

7' - 2"

A.F.F.

S-1

9' - 4"

3
' -

 1
1
 3

/8
"

2
' -

 0
"

3
' -

 1
 3

/8
"

3
' -

 1
1
 3

/8
"

EQ.
EQ.

EQ.
EQ.

ALIGN

REFLECTED CEILING PLAN LEGEND

NEW 2x4 GRID ACP CEILING

EXISTING 2x4 GRID ACP CEILING

NEW GYPSUM BOARD CEILING
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EXISTING GYPSUM BOARD CEILINGC-4

GRID ACP CEILING ACOUSTICAL RATING MODIFIERS

A: RATING 'A' TO ACHIEVE NRC .90

B: RATING 'B' TO ACHIEVE NRC .70

OPEN TO STRUCTUREC-5

1x6 HARDWOOD T&G SOFFITC-6

EXIT SIGN

CEILING PLAN GENERAL NOTES

1. SEE ELECTRICAL FOR LIGHTING FIXTURES TYPES &  PENDANT MOUNTING HEIGHTS, AND 

ADDITIONAL CEILING MOUNTED ITEMS.

2. SEE MECHANICAL FOR CEILING MOUNTED ITEMS, LOCATE GRID OR GWB 

CEILING MOUNTED MECHANICAL ITEMS AS NEEDED TO WORK AROUND LIGHTING LAYOUT. 

3. LOCATE CEILING GRID RECTANGULAR LIGHTING AND MECHANICAL TO ALIGN 

WITH CEILING GRIDS TYP, UNO.

4. ACP TO BE CENTERED IN ROOM IN BOTH DIRECTIONS - TYP UNO
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ROOF GENERAL NOTES
1. ROOF TO BE 1/2" : 1' - 0" MIN SLOPE, TYP
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1. ALL STEEL STRUCTURE IN EXTERIOR STEEL CANOPIES, SUNSHADES, AND 

COLUMS TO BE GALVANIZED. 
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BELOW. 

5. ALIGN HORIZONTAL METAL REVEALS IN FC PANEL SIDING AT ALL EXTERIOR 
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6. SEE MECHANICAL FOR EXTERIOR LOUVER TYPE AND DIMENSIONS.”
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WALL TYPE: E6

BRICK VENEER

NOTE:

REFER TO SHEET A-001 FOR EXTERIOR WALL ASSEMBLIES

REFER TO SPECIFICATIONS FOR ADDITIONAL MATERIAL & ASSEMBLY INFORMATION
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SCALE: 3" = 1'-0"4
FIBERGLASS WINDOW HEAD @ BOX RIB METAL PANEL

SCALE: 3" = 1'-0"8
FIBERGLASS WINDOW JAMB @ BOX RIB METAL PANEL

SCALE: 3" = 1'-0"12
FIBERGLASS WINDOW SILL @ BOX RIB METAL PANEL

SCALE: 3" = 1'-0"2
ALUMINUM STOREFRONT HEAD @ CANOPY

SCALE: 3" = 1'-0"11
FIBERGLASS WINDOW SILL @ ACM METAL PANEL

SCALE: 3" = 1'-0"3
FIBERGLASS WINDOW HEAD @ ACM METAL PANEL

SCALE: 3" = 1'-0"7
FIBERGLASS WINDOW JAMB @ ACM METAL PANEL

SCALE: 3" = 1'-0"10
ALUMINUM STOREFRONT JAMB @ CONCRETE FOUNDATION WALL

SCALE: 3" = 1'-0"14
ALUMINUM STOREFRONT JAMB @ 12" STUD WALL & ACM METAL PANEL

SCALE: 3" = 1'-0"6
ALUMINUM STOREFRONT JAMB @ BRICK

SCALE: 3" = 1'-0"16
FIBERGLASS WINDOW JAMB @ ACM

SCALE: 3" = 1'-0"1
STOREFRONT HEAD @ EXTERIOR SOFFIT

SCALE: 3" = 1'-0"9
S3 THRESHOLD



A

7

METAL STUD

HSS PER STRUCT

WINDOW CLIP PER MFR, TYP.

BACKER ROD & 
SEALANT

2" RIGID INSUL

SHIM

1/2" APPLE-PLY

BLOCKING

PREFIN BRAKE METAL WRAP

DENS GLASS SHEATHING

1' - 6" NTS

1'
 -

 6
" 

N
T

S

EDGE OF METAL FIN 

FIBERGLASS WINDOW, 
REF: FRAME TYPES

B

E1

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

1/2" APPLE-PLY, 
BUILT UP EDGE, TYP.

SHIM SPACE

WINDOW CLIP

BLOCKING

LAP WRB OVER FLASHING LEG, TYP

TAPE SEAL TOP OF WRB & FLASHING, TYP

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

REVEAL CAP PERIMETER & BACK PLATE HALF

SYSTEM CLIP

ACM PANEL

I-BEAM OR INTERMEDIATE SUPPORT PER MFR 
OVER  1" HAT CHANNEL

PRE-FINISHED HEMMED BRAKE MTL FLASHING 

FIN ATTACHMENT TO STRUCTURE, W/ 
NEOPRENE WASHER

DIM PT

WINDOW CLIP 
PER MFR, TYP.

1"

1/2"

GWB

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

WALL PER PLAN

B

D
IM

. 
P

T

STEEL, REF: STRUCTURE

FIRE RETARDANT BLOCKING

FIN, FASTEN TO STRUCTURE

BACKER ROD & SEALANT, CONTINUOUS

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

FIBERGLASS WINDOW, 
REF: FRAME TYPES

SHIM SPACE

APPLE-PLY, BUILT UP EDGE

BLOCKING

WINDOW CLIP

1"

B

DIM PT
BOTTOM OF FRAME / 
WINDOW / SF

SEALANT

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

ACM PANEL

REVEAL CAP PERIMETER & BACK PLATE HALF 7 
3/

4"

FLAT CAP PERIMETER & BACK PLATE HALF

SLOPE

WINDOW CLIP 
PER MFR, TYP.

GWB

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

PRE-FINISHED HEMMED 
BRAKE MTL FLASHING 

BLOCKING

6"

1"
SPRAY FOAM 
INSUL

4" MTL STUD

CONC WALL PER 
PLAN

WINDOW CLIP 
PER MFR, TYP.

1/2" APPLE-PLY, 
BUILT UP EDGE, 
TYP.

7

6"

M.O.

STEEL LINTEL REF STRUCT

WEEP MESH, TYP

NOTCH BRICK

1/2"

WINDOW CLIP 
PER MFR, TYP.

GWB

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

WALL PER PLAN

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

SHIM SPACE

LAP WRB OVER FLASHING LEG, TYP

TAPE SEAL TOP OF WRB & FLASHING, TYP

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

PRE-FINISHED HEMMED BRAKE 
MTL FLASHING 

FIN ATTACHMENT TO STRUCTURE, 
W/ NEOPRENE WASHER

WEEP MESH, TYP

3/4"

E5

BRICK PER ELEV

1"

1/2" APPLE-PLY, 
BUILT UP EDGE, TYP.

WINDOW CLIP

BLOCKING

7

SLOPE

M.O.

WINDOW CLIP 
PER MFR, TYP.

GWB

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

WALL PER PLAN

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

SHIM SPACE

WRB

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

PRE-FINISHED HEMMED BRAKE 
MTL FLASHING 

FIN ATTACHMENT TO STRUCTURE, 
W/ NEOPRENE WASHER

BRICK PER ELEV

1/2" APPLE-PLY, 
BUILT UP EDGE, TYP.

WINDOW CLIP

BLOCKING
6"

SEALANT

1"

7

M
.O

.

FIBERGLASS WINDOW, 
REF: FRAME TYPES

SHIM SPACE

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

STEEL, REF: STRUCTURE

FIRE RETARDANT BLOCKING

FIN, FASTEN TO STRUCTURE

BACKER ROD & SEALANT, CONTINUOUS

BLOCKING

WINDOW CLIP

APPLE-PLY, BUILT UP EDGE

6"

1"

A

D
IM

. P
T

HEAVY GAUGE FRAMING, 
REF: STRUCTURE

FIRE RETARDANT BLOCKING

FIN, FASTEN TO STRUCTURE

BACKER ROD & SEALANT, CONTINUOUS

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, 

TYP.

FIBERGLASS WINDOW, 
REF: FRAME TYPES

SHIM SPACE

APPLE-PLY, 
BUILT UP EDGE, TYP

BLOCKING

WINDOW CLIP

6"

1" Z FURRING

1"

6"

DIM  OR  GRID  LINE

PREFINISHED MTL FLUSH 
PANEL HORIZONTALLY 
ORIENTED 12" SPACING OC 
OVER 1" Z FURRING

Z - METAL 

DIM PT

LAP WRB OVER FLASHING LEG, TYP

TAPE SEAL TOP OF WRB & FLASHING, TYP

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

REVEAL CAP PERIMETER & BACK PLATE HALF

SYSTEM CLIP

ACM PANEL

I-BEAM OR INTERMEDIATE SUPPORT PER MFR 
OVER  1" HAT CHANNEL

PRE-FINISHED HEMMED BRAKE MTL FLASHING

TRIM FASTENER W/ 
SEALING WASHER OR 
RIVET AT 12" OC MAX

PRE-FINISHED BRAKE 
METAL WALL CLOSURE

CONT BEAD OF NON-SKINNING 
BUTYL TAPE OR SEALANT

FIN ATTACHMENT TO STRUCTURE, W/ 
NEOPRENE WASHER

E1

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

WALL PER PLAN

B

D
IM

. 
P

T

STEEL, REF: STRUCTURE

FIRE RETARDANT BLOCKING

FIN, FASTEN TO STRUCTURE

BACKER ROD & SEALANT, CONTINUOUS BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

3"

1 1/8" 1/2"

1 1/8"

CONTINUOUS BEAD OF NON-SKINNING BUTYL TAPE OR SEALANT

TRIM FASTENER W/ SEALING WASHER OR RIVET AT 12" OC MAX

J TRIM

PANEL FASTENER

6"

REVEAL CAP PERIMETER & BACK PLATE HALF

B

DIM PT
BOTTOM OF FRAME / 
WINDOW / SF

PREFINISHED MTL FLUSH 
PANEL HORIZONTALLY 
ORIENTED 12" SPACING OC

Z - METAL 

SEALANT

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

SYSTEM CLIP

6"

REVEAL CAP PERIMETER & BACK PLATE HALF

ACM PANEL

TRIM FASTENER OR RIVET 
AT 12" OC MAX

PRE-FINISHED HEMMED 
BRAKE MTL FLASHING

LAP WRB OVER FLASHING 
LEG, TYP

1" Z FURRING

SLOPE

A

M.O.

WEEP MESH, TYP

NOTCH BRICK

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

WALL PER PLAN

LAP WRB OVER FLASHING LEG, TYP

TAPE SEAL TOP OF WRB & FLASHING, TYP

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

PRE-FINISHED HEMMED BRAKE 
MTL FLASHING 

FIN ATTACHMENT TO STRUCTURE, 
W/ NEOPRENE WASHER

WEEP MESH, TYP

BRICK PER ELEV

6"

PREFINISHED MTL FLUSH 
PANEL HORIZONTALLY 
ORIENTED 12" SPACING OC 

Z - METAL 

TRIM FASTENER W/ 
SEALING WASHER OR 
RIVET AT 12" OC MAX

PRE-FINISHED BRAKE 
METAL WALL CLOSURE

CONT BEAD OF NON-SKINNING 
BUTYL TAPE OR SEALANT

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

E5

E3

3/4"

A

M
.O

.

STEEL, REF: STRUCTURE

FIRE RETARDANT BLOCKING

FIN, FASTEN TO STRUCTURE

BACKER ROD & SEALANT, CONTINUOUS

6"

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

3"

1 1/8"1/2"

1 1/8"

CONTINUOUS BEAD OF NON-SKINNING 
BUTYL TAPE OR SEALANT

TRIM FASTENER W/ SEALING WASHER 
OR RIVET AT 12" OC MAX

J TRIM

PANEL FASTENER

A

PREFINISHED MTL FLUSH 
PANEL HORIZONTALLY 
ORIENTED 12" SPACING OC

Z - METAL 

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

TRIM FASTENER OR RIVET 
AT 12" OC MAX

PRE-FINISHED HEMMED 
BRAKE MTL FLASHING

LAP WRB OVER FLASHING 
LEG, TYP

1" Z FURRING

M.O.

WRB

FIN ATTACHMENT TO STRUCTURE, 
W/ NEOPRENE WASHER

BRICK PER ELEV

6"

SEALANT

SLOPE

G

ALIGN W/ FIN ABOVE

6"

SLOPE

WINDOW CLIP 
PER MFR, TYP.

GWB

WALL PER PLAN

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

PRE-FINISHED HEMMED 
BRAKE MTL FLASHING 1/2" APPLE-PLY, 

BUILT UP EDGE, 
TYP.

WINDOW CLIP

BLOCKING

1"DIM PT BOTTOM OF 
FRAME / WINDOW / SF

8

DIM PT
BOTTOM OF FRAME / 
WINDOW / SF

SEALANT

3/8" PRE FINISHED ALUM 
METAL BROW, SLOPED

ACM PANEL

REVEAL CAP PERIMETER & 
BACK PLATE HALF

SLOPE

WINDOW CLIP 
PER MFR, TYP.

GWB

HEAVY GAUGE 
METAL FRAMING 
PER STRUCT.

FIBERGLASS WINDOW, 
REF: FRAME TYPES

BACKER ROD & SEALANT, 
CONTINUOUS BOTH SIDES, TYP.

PRE-FINISHED HEMMED 
BRAKE MTL FLASHING 

BLOCKING

WALL PER PLAN

1"

WINDOW CLIP 
PER MFR, TYP.

1/2" APPLE-PLY, 
BUILT UP EDGE, 
TYP.

SYSTEM CLIP

Drawn By

Checked By

Architect's Project #:

CLIENT/OWNER

TITLE

STAMP

ISSUED: DATE:

SD SET 07.15.2020

Owner's Project #:

MUP#:

Permit #:

2020101

-

3036530-LU

6781407-CN

CONSULTANT

ARCHITECT

www.studioms.com

2001 Western Ave, Suite #
200
Seattle, WA 98121
P: 206.587.3797
F: 206.587.0588

MUP SET 11.09.2020

DD SET 09.02.2020

PERMIT SUBMITTAL 11.16.2020

1
1
/1

5
/2

0
2
0
 7

:4
7
:2

0
 P

M

A-607

DOOR, WINDOW
& LOUVER
DETAILS

MADISON MS
CLASSROOM

ADDITION

Checker

Author

D
e
s
ig

n
e
r

3429 45TH AVE
SW, SEATTLE WA

98116

SCALE: 3" = 1'-0"13
FIBERGLASS WINDOW JAMB @ BRAKE METAL CORNER

SCALE: 3" = 1'-0"3
FIBERGLASS WINDOW HEAD W/ BROW @ ACM PANEL

SCALE: 3" = 1'-0"7
FIBERGLASS WINDOW JAMB W/ BROW @ ACM PANEL

SCALE: 3" = 1'-0"15
FIBERGLASS WINDOW SILL W/ BROW @ ACM PANEL - HIGH PLANTING

SCALE: 3" = 1'-0"1
FIBERGLASS WINDOW HEAD W/ BROW @ BRICK VENEER

SCALE: 3" = 1'-0"9
FIBERGLASS WINDOW SILL W/ BROW @ BRICK VENEER

SCALE: 3" = 1'-0"5
FIBERGLASS WINDOW JAMB W/ BROW @ BRICK VENEER

SCALE: 3" = 1'-0"12
FIBERGLASS WINDOW JAMB W/ BROW @ INFILL FLUSH MTL PANEL

SCALE: 3" = 1'-0"4
INFILL FLUSH MTL PANEL HEAD W/ BROW @ ACM PANEL

SCALE: 3" = 1'-0"8
INFILL FLUSH MTL PANEL JAMB W/ BROW @ ACM PANEL

SCALE: 3" = 1'-0"16
INFILL FLUSH MTL PANEL SILL W/ BROW @ ACM PANEL

SCALE: 3" = 1'-0"2
INFILL FLUSH MTL PANEL HEAD W/ BROW @ BRICK

SCALE: 3" = 1'-0"6
INFILL FLUSH MTL PANEL JAMB W/ BROW @ BRICK

SCALE: 3" = 1'-0"10
INFILL FLUSH MTL PANEL SILL W/ BROW @ BRICK

SCALE: 3" = 1'-0"14
FIBERGLASS WINDOW SILL W/ BROW @ CONCRETE STEM WALL

SCALE: 3" = 1'-0"11
FIBERGLASS WINDOW SILL W/ BROW @ ACM PANEL TYP



T.O.W. PARAPET
29' - 4"

MECH. PENTHOUSE
27' - 1 1/8"

T.O. MECH PARAPET
40' - 0"

EXIST 1929 1ST FLR
29' - 0"

DC E F

LOW ROOF
28'-0"

HIGH ROOF
30'-0"

2

M-702

24x30

HRU-01

16"ø

16"ø

14"ø

1
4
"ø

1
4
"ø

2
4
x
3
0

2
4
x
3
0

24x30

HP-N110

26x28

1
6
"ø

RH-02 RH-01

3
0
x
3
0

12x12

1
2
"ø

HP-N106

34x70

2
4
x
3
0

24x30

14"ø 12"ø

14"ø14"ø16"ø

3
0
x
3
0

34x70

HP-N107

12"ø
20x20

1
4
"ø

1
4
"ø

3

M-702

16"ø

16"ø

4"W

BDD
BDD

BDD

1
8
x
1
8

12x10

1
4
"ø

12"ø

26x28

T.O.W. PARAPET
29' - 4"

MECH. PENTHOUSE
27' - 1 1/8"

T.O. MECH PARAPET
40' - 0"

EXIST 1929 1ST FLR
29' - 0"

D CEF

LOW ROOF
28'-0"

HIGH ROOF
30'-0"

2

M-702

HP-N106 HP-N205

HP-N113

HP-N212

HP-N110

1
8
x
1
8

1
8
x
1
8

1
8
x
1
8

3
0
x
1
2

1
8
x
1
8

1
8
x
1
8

1
2
"ø

16x2020x2012"ø

1
2
"ø

1
6
x
1
6

16x16

2
2
x
2
2

16x16

1
2
x
1
2

18x18

1
8
x
1
8

1
6
"ø

3
0
x
1
2

2"AV

14x14

1
2
x
1
2

1
4
x
1
4 1

8
x
1
8

1
8
x
1
8

12"ø

16"ø18x18

14"ø 18x18

16"ø

12"ø

14"ø16x20

14"ø

18x18

1
6
x
1
6

1
8
x
1
8

12"ø

12"ø

12"ø

12"ø

1
2
x
1
2

2"FS-1

16x16

HP-N205

1
2
x
1
2

HP-N10026x28 26x28

1
8
x
1
8

1 1/4"NPHW

1 1/4"NPCW

3/4"NPHWC

2"FS-1

2"AV 3/4"NPHWC

1 1/4"NPHW1 1/4"NPCW

3

M-702

2"W

2"AV

2"AV

1"CW

A
300

10ø

BDDBDD
12x10

BDD BDD

t w

1201 third avenue, suite 600
seattle, washington 98101

206.448.3376 hargis.biz

E N G I N E E R S

Drawn By

Checked By

Architect's Project #:

CLIENT/OWNER

TITLE

STAMP

ISSUED: DATE:

SD SET 07.15.2020

Owner's Project #:

MUP#:

Permit #:

2020101

-

3036530-LU

6781407-CN

CONSULTANT

ARCHITECT

www.studioms.com

2001 Western Ave, Suite #
200
Seattle, WA 98121
P: 206.587.3797
F: 206.587.0588

MUP SET 11.09.2020

DD SET 09.02.2020

PERMIT SUBMITTAL 11.16.2020

1
1
/1

2
/2

0
2
0
 5

:2
5
:0

7
 P

M

M-701

MECHANICAL
SECTIONS

Checker

Author

D
e
s
ig

n
e
r

SCALE:  1/2" = 1'-0"M-701

MECHNICAL SECTION - AA

SCALE:  1/2" = 1'-0"M-701

MECHANICAL SECTION - B2



T.O.W. PARAPET
29' - 4"

MECH. PENTHOUSE
27' - 1 1/8"

T.O. MECH PARAPET
40' - 0"

EXIST 1929 1ST FLR
29' - 0"

46 5

A

M-701

LOW ROOF
28'-0"

HIGH ROOF
30'-0"

2

M-701

HP-N207

16x1612x12

1
6
"ø

20x20

RH-01

3
0
x
3
0

HRU-01

HP-N100

1
2
x
1
2

1
2
x
1
2

22x26

1
8
x
1
8

18x1814"ø 16x16

20x16

1
2
x
1
2

1
6
x
1
6

16"ø

30x24

3
0
x
3
012"ø16"ø 12"ø

18x18

28x26

16x16

16x16

1
2
"ø

1
8
x
1
2

2
2
x
2
2

1
6
"ø

1
6
x
1
6

1
6
x
1
6

2
2
x
2
2

16x16

2"FS-1

4"W 2"V

1

M-702

BDDBDD

12x12

8x14

T.O.W. PARAPET
29' - 4"

MECH. PENTHOUSE
27' - 1 1/8"

T.O. MECH PARAPET
40' - 0"

EXIST 1929 1ST FLR
29' - 0"

DC E F

LOW ROOF
28'-0"

HIGH ROOF
30'-0"

2

M-702

RH-02

16"ø16"ø

1
6
"ø

1
6
"ø

1
4
"ø

1
4
"ø

1
6
"ø

HRU-01

18x18

1
2
x
1
8

1
6
x
1
6

2
2
x
2
2

12x18

1
6
"ø

1
6
"ø1
6
"ø

1
6
"ø

1 1/2"CW

1"NPHWC

1 1/2"NPHW

1 1/2"NPCW

16"ø
16"ø

12"ø

12"ø

BDD

M

16"ø

2"V
2"W

2"FS-1

HP-N207
HP-N206

1
2
x
1
2

26x28

1
2
"ø

12"ø

16"ø

1
6
"ø

12"ø 12"ø 12x12

18x18

1
8
x
1
8

F
22x22

HP-N107 26x28

12"ø

12"ø16"ø

BDD

2"V

3

M-702

BDD

BDD

T.O.W. PARAPET
29' - 4"

MECH. PENTHOUSE
27' - 1 1/8"

T.O. MECH PARAPET
40' - 0"

EXIST 1929 1ST FLR
29' - 0"

4 65A

M-701

LOW ROOF
28'-0"

HIGH ROOF
30'-0"

2

M-701

1

M-702

RH-02

3
0
x
3
0

2"V

4"V

2"V

12"ø

1
8
x
1
8

1
8
x
1
8

18x18

12"ø

14
"ø

1
6
"ø

1
6
"ø

HP-N113 HP-N110

28x2628x26

1
4
"ø1

4
"ø

2"V

2"W

2"FS-1

2"V

2"V

2"V2"V

2"V

1
6
"ø

1
6
"ø

2"V

1
2
x
3
0

16"ø

4"VTR

BDD

BDD

1
8
x
1
8 1
4
"ø

HRU-01

30x24

3
0
x
2
4

t w

1201 third avenue, suite 600
seattle, washington 98101

206.448.3376 hargis.biz

E N G I N E E R S

Drawn By

Checked By

Architect's Project #:

CLIENT/OWNER

TITLE

STAMP

ISSUED: DATE:

SD SET 07.15.2020

Owner's Project #:

MUP#:

Permit #:

2020101

-

3036530-LU

6781407-CN

CONSULTANT

ARCHITECT

www.studioms.com

2001 Western Ave, Suite #
200
Seattle, WA 98121
P: 206.587.3797
F: 206.587.0588

MUP SET 11.09.2020

DD SET 09.02.2020

PERMIT SUBMITTAL 11.16.2020

1
1
/1

2
/2

0
2
0
 5

:2
5
:0

9
 P

M

M-702

MECHANICAL
SECTIONS

Checker

Author

D
e
s
ig

n
e
r

SCALE:  1/2" = 1'-0"M-702

MECHANICAL SECTION - D2

SCALE:  1/2" = 1'-0"M-702

MECHANICAL SECTIONS - C1

SCALE:  1/2" = 1'-0"M-702

MECHANICAL SECTION - E3



TELECOMMUNICATIONS ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

STANDARD, UON CATEGORY 6 DEVICE 1 4-11/16" 1 1" ACCESSIBLE CLG SINGLE GANG -

+6" ABOVE WHITE BOARD

ABOVE COUNTER CATEGORY 6 DEVICE 1 4-11/16" 1 1" ACCESSIBLE CLG SINGLE GANG 3

+96", UON FLUSH CATEGORY 6A WAP DEVICE 1 4-11/16" 1 1" ACCESSIBLE CLG SINGLE GANG -

ABOVE CLG CATEGORY 6A WAP DEVICE 1 4-11/16" 1 1" ACCESSIBLE CLG SINGLE GANG 1

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. PROVIDE ROUGH-IN (FLUSH) FOR HARD-LID AND (SURFACE MOUNT) IN OPEN TO STRUCTURE CEILINGS.

2. FLOOR BOX DEVICES LOCATED ON THE FIRST FLOOR SHALL ROUTE TO THE NEAREST TELECOM ROOM OR AS INDICATED ON THE FLOOR PLANS.

3. MOUNT DEVICE ABOVE COUNTER TO MATCH ELECTRICAL RECEPTACLES.

4. FLOOR BOXES ARE PROVIDED UNDER SECTION 260535, SEE SECTION 271100 FOR CONNECTIVITY.

CLASSROOM AUDIO VISUAL ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

STANDARD

HDMI, VGA W/ AUDIO 1 5" x 2.875" 1 1-1/4" ACCESSIBLE CLG DOUBLE GANG -

USB 1 5" x 2.875" 1 1" ACCESSIBLE CLG SINGLE GANG -

+6" ABOVE WHITE BOARD

PROJECTOR OUTLET 1 4-11/16" 1 1-1/4" ACCESSIBLE CLG SINGLE GANG -

USB 1 4-11/16" 1 1" ACCESSIBLE CLG SINGLE GANG -

+60 AUDIO ENCHANCEMENT PLATE 1 4-11/16" 1 3/4" ACCESSIBLE CLG SINGLE GANG -

CEILING IR SENSOR - - - - - - -

LAY-IN CEILING AUDIO ENHANCEMENT SPEAKER - - - - - - -

+6" ABOVE WHITE BOARD RECESSED WALL BOX, TYPE WBC 1 SPECIALTY BACK BOX - 1-1/4" ACCESSIBLE CLG SINGLE GANG -

+102"
CLASSROOM VIDEO PROJECTOR WITH

WALL MOUNT
- - - - - - 1

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. MOUNTING HEIGHT SHALL BE COORDINATED WITH OWNER FURNISHED, CONTRACTOR INSTALLED VIDEO PROJECTOR PRIOR TO INSTALLATION.

2. CONDUITS FOR THE AV DEVICE SHALL TERMINATE IN THE ACCESSIBLE CEILING SPACE OF THE ROOM IN WHICH THE AV DEVICE RESIDES, UON.

3. DEVICE REQUIRES NETWORK CONNECTION, PROVIDE CATEGORY 6 CABLING (CABLING BY 271100).USB

4. MOUNT AT STANDARD RECEPTACLE HEIGHT WHERE NOT LOCATED IN AV CABINET CASEWORK, UON.

5. FLOOR BOXES ARE PROVIDED UNDER SECTION 260535, SEE SECTION 274100 FOR CONNECTIVITY.

INTERCOM CLOCK ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

+96"(TOP) INTERCOM/ DIGITAL CLOCK 1 SPECIALTY BACK BOX 1 1" ACCESSIBLE CLG - 1

CEILING INTERCOM SPEAKER 1 SPECIALTY BACK BOX 1 3/4" ACCESSIBLE CLG - 2

+96" INTERCOM SPEAKER 1 SPECIALTY BACK BOX 1 3/4" ACCESSIBLE CLG - -

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. DEVICE REQUIRES NETWORK CONNECTION, PROVIDE CATEGORY 6 CABLING (CABLING BY 271100).

2. CODUIT ROUGH-IN IS ONLY REQUIRED WHERE SPEAKER IS LOCATED IN AN UNACCESSIBLE CEILING SPACE.

3. PROVIDE WIRE GUARD WHEN LOCATED IN GYMNASIUM OR MULTIPURPOSE ROOM.

4. SINGLE GANG MASONRY BACK BOXES ARE ACCEPTABLE FOR EXTERIOR MOUNTED DEVICES.

ACCESS CONTROL ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

+44" CARD READER 1 4"S 1 3/4" ACCESSIBLE CLG SINGLE GANG 2,3

+44" CARD READER, MULLION - - 1 3/4" ACCESSIBLE CLG - -

TOP OF FRAME DOOR POSITION SWITCH SEE NOTE 1 3/4" ACCESSIBLE CLG SEE NOTE 2,5

+44" LOCKDOWN BUTTON 1 4"S 1 3/4" ACCESSIBLE CLG SINGLE GANG -

- INTEGRAL MICRO REX - - - - - - 2

- ELECTRIFIED LOCKSET/ EXIT DEVICE SEE NOTE 1 3/4" ACCESSIBLE CLG SEE NOTE 2,6

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. DEVICE REQUIRES NETWORK CONNECTION, PROVIDE CATEGORY 6 CABLING (CABLING BY 271100).

2. COORDINATE REQUIREMENTS WITH SECURITY CONTRACTOR AND DOOR HARDWARE CONTRACTOR.

3. SINGLE GANG MASONRY BACK BOXES ARE ACCEPTABLE FOR EXTERIOR MOUNTED DEVICES.

4. PROVIDE FACEPLATE WITH COMPRESSION BOX CONNECTOR AND 1/4" ARMORD CABLING UNDER WORK SURFACE TO DEVICE.

5. WHERE DOOR FRAME IS FILLED, PROVIDE SINGLE GANG MASONRY BACK BOX AT TOP OF DOOR FRAME AT 4" ON CENTER FROM STRIKE SIDE OF DOOR.

6. PROVIDE SINGLE GANG MASONRY BACK BOX AT CENTER HINGE ON BOTH SIDES OR AT STRIKE.

INTRUSION DETECTION ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

+96" PIR MOTION DETECTOR 1 4"S 1 3/4" ACCESSIBLE CLG SINGLE GANG -

CEILING 360 PIR MOTION DETECTOR 1 4"S 1 3/4" ACCESSIBLE CLG SINGLE GANG -

TOP OF FRAME DOOR POSITION SWITCH SEE NOTE 1 3/4" ACCESSIBLE CLG SEE NOTE 1,2

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. COORDINATE REQUIREMENTS WITH SECURITY CONTRACTOR AND/OR DOOR HARDWARE CONTRACTOR.

2. WHERE DOOR FRAME IS FILLED, PROVIDE SINGLE GANG MASONRY BACK BOX AT TOP OF DOOR FRAME AT 4" ON CENTER FROM STRIKE SIDE OF DOOR.

IP SECURITY VIDEO ROUGH-IN SCHEDULE

SYMBOL MOUNTING HEIGHT DEVICE NAME
OUTLET BOX CONDUIT

MUD RING DETAIL NOTES
QTY SIZE QTY SIZE TERM LOCATION

CEILING CAMERA  1 4"S 1 3/4" ACCESSIBLE CLG DOUBLE GANG 1,3

+108" CAMERA  1 4"S 1 3/4" ACCESSIBLE CLG DOUBLE GANG 1,3,4

+108" MULTI-LENS CAMERA  1 4"S 1 3/4" ACCESSIBLE CLG DOUBLE GANG 1,3,4

CEILING MULTI-LENS CAMERA  1 4"S 1 3/4" ACCESSIBLE CLG DOUBLE GANG 1,3

POLE MNT +18'-0" CAMERA 1 NEMA 3R J-BOX 1 1" SEE SITE PLAN - 2

GENERAL NOTE:

1. MOUNTING HEIGHTS INDICATED ON THE SCHEDULE REFER TO CENTER OF BACK BOX.

NOTES:

1. DEVICE REQUIRES NETWORK CONNECTION, PROVIDE CATEGORY 6 CABLING (CABLING BY 271100).

2. DEVICE REQUIRES NETWORK CONNECTION, PROVIDE OPTICAL FIBER CABLING (CABLING BY 271100).

3. COORDINATE BACK BOX AND MUD RING WITH IP SECURITY VIDEO CONTRACTOR PRIOR TO INSTALLATION.

4. SINGLE GANG MASONRY BACK BOXES ARE ACCEPTABLE FOR EXTERIOR CAMERA LOCATIONS.
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LIGHT FIXTURE SCHEDULE

TYPE DESCRIPTION MANUFACTURER MODEL SERIES
LIGHT

SOURCE
COLOR
TEMP

DELIVERED
LUMENS INPUT WATTS FINISH NOTES CO-LISTED FIXTURE CO-LISTED FIXTURE

E1 11 IN X 11 IN X 5 IN WALL-MOUNTED EXTERIOR LIGHT FIXTURE BEGA 33 243 SERIES LED 4,000 2,500 26 VA

E1X 11 IN X 11 IN X 5 IN WALL-MOUNTED EXTERIOR LIGHT FIXTURE WITH
INTEGRAL 1000 LUMEN BATTERY PACK

BEGA 33 243 SERIES LED 4,000 2,500 26 VA

E2 4 IN X 5 IN 48 IN SURFACE-MOUNTED LINEAR LIGHT FIXTURE WITH FROSTED
LINEAR PRISMATIC POLYCARBONATE LENS, POLISHED 304 SS EXTERIOR
HOUSING, 304 SS INTERIOR HOUSING AND END CONDUIT FEED.

KURTZON WL SERIES LED 4,000 3150 29 VA

EX1 EXISTING SUSPENDING LINEAR LIGHT FIXTURE - - - - - 0 VA

EX2 EXISTING DOWNLIGHT - - - - - 0 VA

EX3 EXISTING WHITE BOARD LIGHT FIXTURE - - - - - 0 VA

EX4 EXISTING WHITE BOARD LIGHT FIXTURE - - - - - 0 VA

EX5 EXISTING RECESSED TROFFER LIGHT FIXTURE - - - - - 0 VA

F1D 5 IN X 48 IN FLANGE-MOUNTED RECESSED LINEAR LIGHT FIXTURE WITH HE
TECH LENS AND 0-10V TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 3,500 3,455 38 VA

F2DX 5 IN X 96 IN FLANGE-MOUNTED RECESSED LINEAR LIGHT FIXTURE WITH HE
TECH LENS, 2400 LUMEN INTEGRAL EMERGENCY BATTERY PACK AND 0-10V
TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 3,500 6,910 76 VA

F4DX 12 IN X 48 IN FLANGE-MOUNTED RECESSED TROFFER WITH FLUSH
ALUMINUM DOOR, SATIN WHITE LENS, 750 LUMEN EMERGENCY BATTERY
PACK AND 0-10V TO 1% DIMMING DRIVER

LITHONIA TL SERIES LED 3,500 4,050 39 VA

G1D 24 IN X 48 IN RECESSED ARCHITECTURAL TROFFER WITH SOFT WHITE
ACRYLIC CENTER SHIELDING AND 0-10V TO 1% DIMMING DRIVER.

MARK ARCHITECTURAL
LIGHTING

WHSPR SERIES LED 3,500 4,076 34 VA

G2D 24 IN X 48 IN RECESSED ARCHITECTURAL TROFFER WITH SOFT WHITE
ACRYLIC CENTER SHIELDING AND 0-10V TO 1% DIMMING DRIVER.

MARK ARCHITECTURAL
LIGHTING

WHSPR SERIES LED 3,500 4,879 41 VA

G2DX 24 IN X 48 IN RECESSED ARCHITECTURAL TROFFER WITH SOFT WHITE
ACRYLIC CENTER SHIELDING, 750 LUMEN INTEGRAL EMERGENCY BATTERY
PACK AND 0-10V TO 1% DIMMING DRIVER.

MARK ARCHITECTURAL
LIGHTING

WHSPR SERIES LED 3,500 4,879 41 VA

G3D 12 IN X 48 IN GRID-MOUNTED RECESSED TROFFER WITH FLUSH ALUMINUM
DOOR, SATIN WHITE LENS AND 0-10V TO 1% DIMMING DRIVER

LITHONIA TL SERIES LED 3,500 4,050 39 VA

G3DX 12 IN X 48 IN GRID-MOUNTED RECESSED TROFFER WITH FLUSH ALUMINUM
DOOR, SATIN WHITE LENS, 750 LUMEN INTERGRAL EMERGENCY BATTERY
PACK AND 0-10V TO 1% DIMMING DRIVER

LITHONIA TL SERIES LED 3,500 4,050 39 VA

G4D 5 IN X 96 IN GRID-MOUNTED RECESSED LINEAR LIGHT FIXTURE WITH HE
TECH LENS AND 0-10V TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 3,500 3,480 38 VA

G4DX 5 IN X 96 IN GRID-MOUNTED RECESSED LINEAR LIGHT FIXTURE WITH HE
TECH LENS, 2400 LUMEN INTEGRAL EMERGENCY BATTERY PACK AND 0-10V
TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 3,500 3,480 38 VA

G5D 5 IN X 48 IN GRID-MOUNTED RECESSED LINEAR LIGHT FIXTURE WITH HE
TECH LENS AND 0-10V TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 3,500 1,740 19 VA

G6D 5 IN X 36 IN X 36 IN "L" SHAPED PATTERN, GRID-MOUNTED RECESSED LINEAR
LIGHT FIXTURE WITH HE TECH LENS AND 0-10V TO 1% DIMMING DRIVER

A-LIGHT G5 SERIES LED 2,610 57 VA

P1DX 4 IN X 5 IN X 96 IN SUSPENDED DIRECT/INDIRECT LINEAR LIGHT FIXTURE
WITH SYMMETRIC WIDE INDIRECT DISTRIBUTION, RIGID DIFFUSE DUST
COVER, HE TECH DIRECT LENS, AIRCRAFT CABLE MOUNTING, 2400 LUMEN
INTEGRAL EMERGENCY BATTERY PACK AND 0-10V TO 1% DIMMING DRIVER

A-LIGHT G3 SERIES LED 3,500 7,600 DN / 3,300
UP

117 VA

P2D 10 IN X 2 IN X 144 IN SUSPENDED LINEAR LIGHT FIXTURE WITH STRAIGHT
BLADE BAFFLE AND TO 1% DIMMING DRIVER

PEERLESS LIGHTING CERRA 10 SERIES LED 3,500 8,400 UP/ 8,400
DN

156 VA

S1 48 IN INDUSTRIAL STRIP LIGHT FIXTURE WITH FROSTED POLYCARBONATE
LENS

LITHONIA ZL1N SERIES LED 3,500 3,000 25 VA

S1X 48 IN INDUSTRIAL STRIP LIGHT FIXTURE WITH FROSTED POLYCARBONATE
LENS AND 750 INTEGRAL LUMEN EMERGENCY BATTERY PACK

LITHONIA ZL1N SERIES LED 3,500 3,000 25 VA

W1 48 IN WALL-MOUNTED ENCLOSED LIGHT FIXTURE WITH GASKETED HOUSING
AND STAINLESS STEEL CLIPS. NEMA 4X RATED

LITHONIA FEM SERIES LED 3,500 3,600 24 VA

X1 SINGLE-FACE EXIT SIGN, SURFACE-MOUNTED WITH INTEGRAL EMERGENCY
BATTERY BACKUP

ISOLITE LPDC SERIES LED --- --- 2 VA

X2 DOUBLE-FACE EXIT SIGN, SURFACE-MOUNTED WITH INTEGRAL EMERGENCY
BATTERY BACKUP

ISOLITE LPDC SERIES LED --- --- 2 VA

MECHANICAL EQUIPMENT SCHEDULE

EQUIPMENT TAG VOLTAGE PHASE HP KW FLA MCA MOCP SCCR RACEWAY
BRANCH
PHASE NEUTRAL GROUND DISC. SIZE DISC. FUSE NOTES

AIR HANDLING UNITS

HRU-01 480 V 3

EXHAUST FAN

EF-01 120 V 1

EF-N105 120 V 1

HEAT PUMPS

HP-N100 480 V 3

HP-N106 480 V 3

HP-N107 480 V 3

HP-N109 480 V 3

HP-N110 480 V 3

HP-N113 480 V 3

HP-N205 480 V 3

HP-N206 480 V 3

HP-N207 480 V 3

HP-N210 480 V 3

HP-N212 480 V 3

PUMPS

DCP-01 120 V 1

DCP-02 120 V 1

SP-01 120 V 1

SPIT SYSTEM AIR CONDITIONING UNITS

AC-N102 208 V 1

CU-N102 208 V 1

WATER HEATERS

EWH-01 480 V 3

EWH-02 480 V 3
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SWITCH SCHEDULE: SWITCHES LOCATED WITHIN SPACE BEING CONTROLLED

SWITCH I.D. TYPE FUNCTION 1 FUNCTION 2 FUNCTION 3

S1 DIGITAL PUSHBUTTON ZONE 1 - ON/OFF, DIMMING ZONE 2 - ON/OFF, DIMMING -

S2 LOW-VOLTAGE MOMENTARY ZONE 1 - ON/OFF - -

S5 DIGITAL PUSHBUTTON ZONE 1 - ON/OFF, DIMMING - -

S6 EXISTING ZONE 1 -ON/OFF - -

S7 EXISTING ZONE 2 - ON/OFF

S8 EXISTING ZONE 3 - ON/OFF - -

 GENERAL NOTES:

    1. CONTROL REQUIREMENTS PER FUNCTION ARE INDICATED ABOVE.  PROVIDE ADDITIONAL PUSHBUTTONS AS REQUIRED TO ACCOMMODATE ALL INDIVIDUAL FUNCTION CONTROLS INDICATED.

        BASED ON MANUFACTURER PUSHBUTTON FUNCTION CAPABILITIES.

    2. REFER TO LIGHTING CONTROL SHOP DRAWINGS FOR ACTUAL ROUGH-IN REQUIREMENTS FOR SWITCHES.

    3. PROVIDE ENGRAVINGS ON SWITCHES FOR EACH FUNCTION. ENGRAVINGS SHALL LIST ZONE CONTROLLED WITH RESPECT TO LOCATION OF THE LIGHT FIXTURES IN THE ROOM.  PROVIDE

        DRAFT OF ENGRAVINGS IN LIGHTING CONTROLS SUBMITTAL FOR REVIEW.

SWITCH SCHEDULE: SWITCHES LOCATED REMOTE FROM SPACES BEING CONTROLLED

SWITCH I.D. TYPE FUNCTION 1 FUNCTION 2 AFTER HOURS FUNCTION (EACH SWITCH)

Sa
LINE-VOLTAGE TOGGLE

(PILOT LIGHT) MECH 300 - ON/OFF - -

Sb DIGITAL ADDITION CORRIDOR LIGHT FIXTURES - ON/OFF - 2-HOUR OVERRIDE

 GENERAL NOTES:

    1. CONTROL REQUIREMENTS PER FUNCTION ARE INDICATED ABOVE.  PROVIDE ADDITIONAL PUSHBUTTONS AS REQUIRED TO ACCOMMODATE ALL INDIVIDUAL FUNCTION CONTROLS INDICATED.

        BASED ON MANUFACTURER PUSHBUTTON FUNCTION CAPABILITIES.

    2. REFER TO LIGHTING CONTROL SHOP DRAWINGS FOR ACTUAL ROUGH-IN REQUIREMENTS FOR SWITCHES.

    3. PROVIDE ENGRAVINGS ON SWITCHES FOR EACH FUNCTION. ENGRAVINGS SHALL LIST NAME OF SPACE CONTROLLED .  PROVIDE DRAFT OF ENGRAVINGS IN LIGHTING CONTROLS SUBMITTAL

        FOR REVIEW.
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1. REFER TO ARCHITECTURAL REFLECTED CEILING PLANS FOR 
EXACT LOCATION OF LIGHT FIXTURES AND CEILING-MOUNTED 
DEVICES.

2. REFER TO ARCHITECTURAL ELEVATIONS FOR EXACT 
LOCATION OF WALL-MOUNTED LIGHT FIXTURES.

3. REFER TO LIGHT FIXTURE SCHEDULE ON SHEET E-004 FOR 
ADDITIONAL INFORMATION.

4. REFER TO E2.XXa DRAWINGS FOR LIGHTING CONTROL 
REQUIREMENTS.  PROVIDE WIRING AND CONTROL DEVICES 
REQUIRED FOR COMPLETE SYSTEM.

5. REFER TO SWITCH SCHEDULES ON THIS SHEET FOR SWITCH 
TYPES AND FUNCTIONS.

6. EGRESS LIGHTING TO BE CONTROLLED WITH NORMAL 
LIGHTING WITHIN EACH SPACE.  

7. WHERE EXPOSED TO STRUCTURE, COORDINATE CONDUIT 
ROUTING WITH ARCHITECT PRIOR TO ROUGH-IN.

8. FINAL OCCUPANCY SENSOR LAYOUT AND OCCUPANCY 
SENSOR TYPES SHALL BE BASED ON MANUFACTURER SHOP 
DRAWINGS.  PROVIDE ADDITIONAL DEVICES AS REQUIRED 
FOR FULL COVERAGE.

9. PHOTO SENSORS SHALL BE INSTALLED IN DAYLIGHTING 
ZONES ACCORDING TO MANUFACTURER INSTALLATION 
INSTRUCTIONS.  OFFSET LOCATIONS AS REQUIRED TO 
COMPLY WITH MANUFACTURER REQUIREMENTS.

10. LOCATE CONCEALED LIGHTING CONTROL COMPONENTS IN 
NEAREST ACCESSIBLE CEILING SPACE.  PROVIDE RED-LINE 
COMPONENT LOCATION ON RECORD DRAWINGS.

11. PROVIDE J-HOOKS ABOVE ACCESSIBLE CEILINGS FOR 
SUPPORT OF LOW VOLTAGE LIGHTING CONTROL CABLING.  
INSTALL J-HOOKS IN ACCORDANCE WITH SPECIFICATION 
SECTION 271100.  PROVIDE CONDUIT FOR ROUTING LOW 
VOLTAGE LIGHTING CONTROL CABLING IN AREAS OF 
EXPOSED STRUCTURE, INACCESSIBLE AREAS AND WITHIN 
PROXIMITY OF JUNCTION BOXES PER SPECIFICATION 
SECTION 271100 AND ELECTRICAL DETAILS.

12. IN MECHANICAL, ELECTRICAL AND SIMILAR EQUIPMENT 
ROOMS, COORDINATE LIGHT FIXTURE LOCATIONS AND 
MOUNTING WITH EQUIPMENT, PIPING AND DUCTWORK.  
ADJUST FIXTURE LOCATIONS TO AVOID CONFLICTS AND 
EFFECTIVELY LIGHT THE EQUIPMENT WORK SPACE.  
CONTRACTOR SHALL COORDINATE CONDUIT INSTALLATIONS 
WITH DUCTWORK AND PIPING SYSTEMS AND PROVIDE 
OFFSETS AS REQUIRED.  PROVIDE RED-LINE FIXTURE 
LOCATIONS ON RECORD DRAWINGS.
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SEE SHEET E0.03 FOR BACK BOX AND CONDUIT ROUGH-IN 
REQUIREMENTS.

COORDINATE DEVICE LOCATIONS AND HEIGHTS WITH 
ARCHITECTURE ELEVATION DRAWINGS.

PROVIDE J-HOOKS SPACED 3'-0" APART FOR LOW-VOLTAGE OPEN 
CABLING PATHWAY. J-HOOKS SHALL BE SUPPORTED BY 
DEDICATED HANGERS/ROD FROM STRUCTURE AND/OR WALLS. 
PROVIDE SEPARATE J-HOOK PATHWAY FOR EACH LOW-VOLTAGE 
SYSTEM.

LOW-VOLTAGE CONDUIT SLEEVES HAVE BEEN INDICATED FOR 
MAIN PATHWAYS ONLY. PATHWAYS SHALL BE PROVIDED WHERE 
CABLING PENETRATES A WALL RATED OR NOT. PROVIDE (3)1"C 
SLEEVES AS A MINIMUM: (1) FOR TELECOM, SECURITY AND A 
SPARE AT EACH LOCATION. TELECOMMUNICATIONS DEVICES 
SHALL HAVE (1)1"C TO THE ACCESSIBLE CEILING SPACE, UON.

COORDINATE ALL CEILING-MOUNTED DEVICE LOCATIONS WITH 
ARCHITECTURAL REFLECTED CEILING PLANS AND OTHER TRADES. 
CEILING-MOUNTED WIRELESS ACCESS POINT AND AV DEVICE 
LOCATIONS SHALL NOT BE LOCATED DIRECTLY ABOVE A 
PENDANT-MOUNTED LUMINAIRE. LOCATE ONE CEILING TILE OVER 
WHERE CONFLICTS OCCUR. SPEAKERS SHALL MOVE IN PAIRS TO 
MAINTAIN ALIGNMENT AND TO PROVIDE EVEN SOUND 
DISTRIBUTION.

ALL TELECOMMUNICATIONS AND LOW-VOLTAGE CONDUIT AND 
SLEEVES SHALL EXTEND TO THE ACCESSIBLE CEILING OR CEILING 
CLOUD TO AVOID VISIBILITY OF CABLING.

SHEET NOTES
1.

2.

3.

4.

5.

6.

NOT USED

PROVIDE THE FOLLOWING CONDUITS/SLEEVES ABOVE THE  
CEILING, EXTEND TO ACCESSIBLE CEILING SPACE, UON:
(2)4"C - TELECOMMUNICATIONS
(2)2"C - ACCESS CONTROL AND INTRUSION
(1)2"C - INTERCOM

PROVIDE THE FOLLOWING CONDUITS/SLEEVES ABOVE THE  
CEILING, EXTEND TO ACCESSIBLE CEILING SPACE:
(1)2"C - TELECOMMUNICATIONS
(1)1"C - ACCESS CONTROL AND INTRUSION
(1)1"C - INTERCOM

BUILDING SYSTEM NETWORK/ PHONE DEVICE. COORDINATE FINAL 
LOCATION WITH SYSTEM CONTRACTOR. 

INSTALL RECEPTACLE(S) HORIZONTAL AND FLUSH WITHIN 
COUNTER BACKSPLASH.  COORDINATE WITH CASEWORK 
INSTALLER PRIOR TO ROUGH-IN.
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